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Abstract 
This investigation elucidated the performance of the cross-flow rotating packed bed (RPB) in 
removing carbon dioxide (CO2) from indoor air by chemical absorption. MEA, NaOH, K2CO3 aqueous 
solutions were used as the model absorbents. The results of this investigation demonstrated that the 
removal efficiency of CO2 increased with rotational speed and liquid flow rate, but decreased with gas 
flow rate. Furthermore, the removal efficiency of CO2 could be enhanced when H2O2 with an appropriate 
concentration was added to the K2CO3 aqueous solution. The removal efficiency of CO2 was found with 
the order: 1.0 mol/L MEA = 1.0 mol/L NaOH > 5 wt% K2CO3/0.20 mol/L H2O2 > 5 wt% K2CO3/0.1
mol/L H2O2> 5 wt% K2CO3/0.05 mol/L H2O2 > 5wt% K2CO3.
© 2013 The Authors. Published by Elsevier  Ltd. 
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1. Introduction 
Ramshaw and Mallinson [1] invented the rotating packed bed (RPB) for intensifying the mass 
transfer between gas and liquid in distillation and absorption process. In the RPB, a high centrifugal force 
is induced by rotating doughnut-shaped packings for providing an intense contact between gas and liquid. 
This novel technology is referred to as "Higee" (an acronym for high gravity). Under RPB operation, thin 
liquid films and/or tiny liquid droplets generated by a rigorous centrifugal acceleration can exhibit higher 
mass transfer between gas and liquid. Moreover, the RPB can be operated at higher gas and/or liquid flow 
rates because of the reduced tendency of flooding in comparison with the conventional packed bed. 
Accordingly, the mass transfer between gas and liquid can frequently be enhanced by a factor of 10~100 
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and the dramatic reduction in the size of the equipment can be achieved, thereby reducing the capital and 
operating costs [2]. The original RPB is operated at the mode of gas-liquid countercurrent-flow. The 
countercurrent-flow RPB has been proved to enhance mass transfer between gas and liquid in diverse 
processes such as distillation [3], absorption [4], stripping [5], reactive precipitation [6], and ozone 
oxidation [7]. 
Lin et al. [4] employed a countercurrent-flow RPB for removing CO2 from a gas stream containing 
1~10 % CO2 by chemical absorption with various absorbents, which were NaOH, monoethanolamine 
(MEA), 2-amino-2-methyl-1-propanol (AMP), and a mixture of MEA and AMP. Their experimental 
results suggested that the countercurrent-flow RPB performed better than the conventional packed bed in 
terms of the removal efficiency of CO2. Tan and Chen [8] proposed more results concerning a 
countercurrent-flow RPB for removing CO2 by chemical absorption with different absorbents, which 
were piperazine (PZ) and its mixtures with MEA, AMP, and methlydiethanolamine (MDEA). Recently, 
Cheng and Tan [9] utilized a countercurrent-flow RPB for reducing CO2 concentration to 20 ppm in the 
air, as required by a zinc/air battery, by chemical absorption with PZ and its mixtures with 2-(2-
aminoethylamino) ethanol (AEEA) and MEA. Jassim et al. [10] calculated the height transfer unit (HTU) 
of a countercurrent-flow RPB in removing CO2 from a gas stream containing 3.5~4.5 vol% CO2 by 
chemical absorption with MEA. The obtained HTU was 14~27 cm, which was much lower than that in 
the conventional packed bed, implying that the countercurrent-flow RPB considerably reduced the 
equipment volume. 
To remove CO2 from a gas stream containing CO2 at a huge flow rate, Lin and Chen [11] first 
adopted a cross-flow RPB for removing CO2 by chemical absorption with NaOH and found that a cross-
flow RPB had a great potential in removing CO2 from the exhaust gases. Additionally, Lin and Chen [12] 
investigated the mass transfer efficiency of a cross-flow RPB for removing CO2 from a gas stream 
containing 1 vol% CO2 by chemical absorption with NaOH. They proposed that the mass transfer 
efficiency of a cross-flow RPB was comparable to that of a countercurrent-flow RPB. Moreover, Lin et al. 
[13] examined the mass transfer efficiency of a cross-flow RPB for removing CO2 from a gas stream 
containing 10 vol% CO2 by chemical absorption with NaOH. Their experimental results confirmed that 
the mass transfer efficiency of a cross-flow RPB was higher than that of a countercurrent-flow RPB. 
Furthermore, Lin et al. [14] proposed a formulation of the alkanolamine solutions to remove CO2 from a 
gas stream containing 10 vol% CO2 in a cross-flow RPB. They concluded that alkanolamines having high 
reaction rates with CO2 were suggested to be used. According to these results, a cross-flow RPB could be 
an excellent alternative with high mass transfer efficiency to handle a gas stream containing huge flow 
rate and high CO2 concentration. However, there are no existing literatures until now to examine how 
CO2 is captured from indoor air using a cross-flow RPB. In this investigation, CO2 in indoor air was 
removed by MEA, NaOH, K2CO3 using a cross-flow RPB with the effects of rotational speed, gas flow 
rate, and liquid flow rate. 
2. Experimental 
Fig. 1 presents the experimental setup for absorbing CO2. The CO2 concentration in the inlet indoor 
air was 300~350 ppmv. During normal operation, the indoor air traveled axially from the bottom of the 
packing owing to the pressure drop. At the same time, the prepared absorbent was introduced from the 
tank into the inner edge of the packing through a liquid distributor. The absorbent moved radially in the 
packing due to the centrifugal force and, then, exited the packing from the outer edge. Both indoor air and 
the absorbent were in contact with the cross-flow mode within the RPB, in which CO2 in the indoor air 
reacted with the absorbent in the liquid stream. The exiting indoor air, containing very low CO2
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concentration, finally left the top of the packing, and, then, was discharged from the top of the RPB, while 















Fig. 1. Experimental setup of a cross-flow RPB for removing CO2 from indoor air. 
The cross-flow RPB had an inner radius of 2.4 cm, an outer radius of 4.4 cm, and an axial length of 
12 cm. Stainless wire mesh was used as packings having a configuration of interconnected filaments with 
a mean diameter of 0.22 mm and an average mesh diameter of 3 mm and arranged within the cross-flow 
RPB where gas and liquid were contacted with the cross-flow mode. Packings had a specific surface area 
of 677 m2/m3 and a voidage of 0.95. In general, the cross-flow RPB could be operated at the rotational 
speed of 600~1800 rpm, which provides 14~123 times gravitational force based on the arithmetic mean 
radius. During operation, the gas flow rate (axial direction) was varied at the range of 10~70 L/min and 
the liquid flow rate (radial direction) was varied at the range of 0.2~0.5 L/min. To present gas from 
bypassing the packing and keep the cross-flow operating mode, both sealings were adopted as shown in 
Fig. 1. 
For most runs, a steady state was achieved within 10~15 min. The CO2 concentrations in the inlet 
and outlet indoor air were measured by an infrared (IR) CO2 analyzer (Ploytron, Draeger Ltd). The 
reproducibility tests under almost all of the operating conditions were carried out in this study. The CO2
concentration in outlet indoor air was observed to be reproduced with a deviation of less than 5%. 
Material balance on the inlet and outlet of both the gas and liquid streams presented that the errors were 
within 10%. All experiments were conducted at an average temperature of 25 C with atmospheric 
pressure. 
3. Result and Discussion 








          (1) 
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where E is the removal efficiency of CO2 (%), Ci is  the concentration of CO2 in inlet indoor air (vol%), 
and Co is the concentration of CO2 in outlet indoor air (vol%). The removal efficiency of CO2 was 
examined with the effects of rotational speed (), gas flow rate (QG), and liquid flow rate (QL).  
Table 1 displays the E values for three absorbents (MEA, NaOH, K2CO3) at various rotational 
speed, gas and liquid flow rates. According to Table 1, it can be seen that the MEA aqueous solutions 
exhibited the better removal efficiency of CO2 over the K2CO3 aqueous solutions. Additionally, the E 
values for the NaOH aqueous solution was the same as those for the MEA aqueous solution. For example, 
absorbing CO2 with the MEA aqueous solution gave the E values varying from 90.9 to 53.1 as the gas 
flow rare was increased from 10 to 70 L/min at the rotational speed of 600 rpm and the liquid flow rate of 
0.2 L/min. However, at the same operating condition, the E values for the NaOH aqueous solution varied 
from 91.4 to 54.3 and the E values for the AMP aqueous solution varied from 25.0 to 5.6.  
Table 1. E values for MEA, NaOH, and K2CO3
E (%) 
 (rpm) QG (L/min) QL (L/min)
1.0 mol/L MEA 1.0 mol/L NaOH 5 wt% K2CO3
600 10 0.2 90.9 91.4 25.0 
600 30 0.2 78.1 70.6 21.6 
600 50 0.2 67.7 64.7 13.5 
600 70 0.2 53.1 54.3 5.6 
600 10 0.5 100.0 97.1 59.5 
600 30 0.5 87.5 79.4 32.4 
600 50 0.5 71.0 71.4 22.2 
600 70 0.5 65.6 65.7 16.7 
1800 10 0.2 94.1 97.1 51.4 
1800 30 0.2 84.9 82.4 21.6 
1800 50 0.2 72.7 70.6 18.9 
1800 70 0.2 62.5 57.1 13.9 
1800 10 0.5 100.0 100.0 66.7 
1800 30 0.5 90.9 88.2 43.2 
1800 50 0.5 78.8 79.4 35.1 
1800 70 0.5 72.7 69.7 22.2 
The difference between the E values for the NaOH aqueous solution and for the K2CO3 aqueous 
solution was primarily affected by the reaction rate in the absorbent. The greater the reaction rate, the 
higher the E values would be expected. However, the same E values for the MEA aqueous solution and 
for the NaOH aqueous solution were not affected by the reaction rate in the absorbent. As proposed by 
Aroonwilas et al. [15], the reaction rate in the NaOH aqueous solution is higher than that in the MEA 
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aqueous solution. Thus, the same E values were believed to be attributed to a higher gas-liquid interfacial 
area exited in the cross-flow RPB. The MEA aqueous solution has a lower surface tension in comparison 
with the NaOH aqueous solution [15]. This would result in a higher gas-liquid interfacial area for the 
MEA aqueous solution, thus leading to the same E values. 
As expected, increasing the rotational speed enhanced the E values for all absorbents. This result 
could be explained by the fact that the centrifugal acceleration could provide thinner liquid films and/or 
tiny droplets; a thinner boundary layer for mass transfer would be induced, thus leading to a higher gas-
liquid mass transfer according to penetration theory. Similar trends were also found in the CO2 removal 
from a gas stream containing 1~10 vol% CO2 by chemical absorption with the NaOH, MEA, and 
MEA/AMP aqueous solutions in the countercurrent-flow RPB [4] and the CO2 removal from a gas stream 
containing 1 vol% CO2 by chemical absorption with the NaOH aqueous solution in the cross-flow RPB 
[11]. 














600 10 0.2 25.0 65.7 75.8 79.4 
600 30 0.2 21.6 45.7 54.6 65.6 
600 50 0.2 13.5 34.3 42.4 45.2 
600 70 0.2 5.6 22.9 34.4 35.5 
600 10 0.5 59.5 88.6 97.0 96.9 
600 30 0.5 32.4 71.4 78.8 83.9 
600 50 0.5 22.2 62.9 65.6 71.0 
600 70 0.5 16.7 50.0 56.3 58.1 
1800 10 0.2 51.4 79.4 81.8 83.9 
1800 30 0.2 21.6 47.1 53.1 54.8 
1800 50 0.2 18.9 35.3 40.6 41.9 
1800 70 0.2 13.9 25.7 37.5 40.6 
1800 10 0.5 66.7 91.2 96.9 96.8 
1800 30 0.5 43.2 76.5 78.1 80.7 
1800 50 0.5 35.1 60.0 62.5 65.6 
1800 70 0.5 22.2 51.4 51.5 53.1 
For three absorbents, the gas flow rate influenced the E values; that is, the E values decreased with 
the gas flow rate for a given rotational speed and liquid flow rate. Owing to that an increasing gas flow 
rate provided a larger amount of CO2 in the gas stream and a reduction in the contact time, the CO2
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removal was limited at a high gas flow rate with a given concentration of the absorbent. Similar trends 
were also found in the CO2 removal from a gas stream containing 1~10 vol% CO2 by chemical absorption 
with the NaOH, MEA, and MEA/AMP aqueous solutions in the countercurrent-flow RPB [4] and the CO2
removal from a gas stream containing 1 vol% CO2 by chemical absorption with the NaOH aqueous 
solution in the cross-flow RPB [11]. 
For three absorbents, the liquid flow rate had an influence on the E values; that is, an increase in the 
liquid flow rate yielded an increase in the E values for a given rotational speed and gas flow rate. This 
behavior was attributed to the fact that more absorbents used to absorb CO2 at a high liquid flow rate were 
favorable to the CO2 removal at a given concentration of the absorbent. Similar trends were also found in 
the CO2 removal from a gas stream containing 1~10 vol% CO2 by chemical absorption with the NaOH, 
MEA, and MEA/AMP aqueous solutions in the countercurrent-flow RPB [4] and the CO2 removal from a 
gas stream containing 1 vol% CO2 by chemical absorption with the NaOH aqueous solution in the cross-
flow RPB [11]. 
To increase the E values with the K2CO3 aqueous solutions, the addition of H2O2 was considered. 
As listed in Table 2, the E values increased with the concentration of H2O2 at all operating conditions. 
This result was caused by the fact that the addition of H2O2 into the K2CO3 aqueous solutions enhanced 
the generation of OH-, thus leading to a higher E value. According to the obtained results, the removal 
efficiency of CO2 was found with the order: 1.0 mol/L MEA = 1.0 mol/L NaOH > 5 wt% K2CO3/0.20 
mol/L H2O2 > 5 wt% K2CO3/0.1 mol/L H2O2> 5 wt% K2CO3/0.05 mol/L H2O2 > 5wt% K2CO3.
4. Result and Discussion 
The performance of the cross-flow RPB in removing CO2 from indoor air by chemical absorption 
was estimated with MEA, NaOH, and K2CO3 aqueous solutions. The experimental results demonstrated 
that the removal efficiency of CO2 increased with rotational speed and liquid flow rate, but decreased 
with gas flow rate. Additionally, the removal efficiency of CO2 increased when H2O2 was added to the 
K2CO3 aqueous solution. The removal efficiency of CO2 was found with the order: 1.0 mol/L MEA = 1.0 
mol/L NaOH > 5 wt% K2CO3/0.20 mol/L H2O2 > 5 wt% K2CO3/0.1 mol/L H2O2> 5 wt% K2CO3/0.05 
mol/L H2O2 > 5wt% K2CO3.
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